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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
Explosive atmospheres -  

Part 0: Equipment - General requirements 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees. 

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications. 

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) IEC draws attention to the possibility that the implementation of this document may involve the use of (a) 
patent(s). IEC takes no position concerning the evidence, validity or applicability of any claimed patent rights in 
respect thereof. As of the date of publication of this document, IEC had not received notice of (a) patent(s), which 
may be required to implement this document. However, implementers are cautioned that this may not represent 
the latest information, which may be obtained from the patent database available at https://patents.iec.ch. IEC 
shall not be held responsible for identifying any or all such patent rights. 

IEC 60079-0 has been prepared by IEC technical committee 31: Equipment for explosive 
atmospheres. It is an International Standard. 

This eighth edition cancels and replaces the seventh edition, published in 2017. This edition 
constitutes a technical revision. 

Users of this document are advised that interpretation sheets clarifying the interpretation of this 
document can be published. Interpretation sheets are available from the IEC webstore and can 
be found in the "history" tab of the page for each document. 
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The significance of the changes between IEC 60079-0:2017 (Edition 7) and IEC 60079-0:— 
(Edition 8) are as listed below: 

 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Equipment replaced by Ex Equipment where 
appropriate General X   

Electrical equipment replaced by equipment where 
appropriate General X   

Use of term degree of protection (IP Code) reviewed 
throughout the document for consistency General X   

Clarify the use of volume fraction terms General X   

Clarified the documentation is more clearly specified 
as schedule drawings. General X   

Added NOTE 4 to address short-term thermal 
excursions 1 X   

IEC TS 60079-46 added 1 X   

IEC TS 60079-47 is added 1 X   

IEC 62784 is added 1 X   

ISO 80079-37 is added 1 X   

IEC 60079-20-1 is replaced by ISO/IEC 80079-20-1 2 X   

IEC 60243-2 is added 2 X   

Admitted term minimum ignition temperature of an 
explosive gas atmosphere added. Standard number 
corrected 

3.6 X   

Definition for reverse charging clarified 3.7.10 X   

Figure added to typical battery compartment 3.7.14    

Definition for brush discharge added 3.8 X   

Definition for bushing clarified to be an insulating 
device 3.10 X   

Note 1 to entry for certificate revised to use 
declaration, acceptance, and certification terms in 
accordance with ISO/IEC 17000 

3.13 X   

Note 1 to entry for coating added to clarify application 
in standards for explosive atmospheres 3.14 X   

Definition for continuous operating temperature revised 
to show that it is a manufacturer defined property. 
Added admitted term continuous service temperature 

3.21 X   

Term comparable converter added along with domain 
<for use with electric machines> added  3.22.2 X   

Definition for dust clarified along with Note 1 to entry 3.25 X   

Note 2 to entry for conductive dust added to clarify 
how metal dust is considered 3.25.2 X   

Term electrostatic bonding along with admitted terms 
electrostatic bonded and electrostatically bonded 
added 

3.30 X   

Note 1 to entry for portable equipment clarified to 
include equipment that is carried, but intended to be 
hand-held when in use 

3.33.5 X   

Term EPL G- added 3.35.7 X   

Term EPL D- added 3.35.11 X   

Term and definition for explosion-protected added  3.36 X   

Definition for Ex Component clarified 3.39 X   
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Definition for Ex Component Enclosure added 3.40 X   

Definition for explosive atmosphere revised to include 
mist in accordance with IEC 60079-10-1 3.42 X   

Note 1 to entry for free space clarified to address 
space in components 3.48 X   

Term and definition for insulation coordination added 
from IEC 60050-442-09-01 3.55 X   

Term and definition for isolated circuit added 3.55.1 X   

Term and definition for macro-environment added 3.55.2 X   

Definition for mains circuit clarified 3.55.3 X   

Note 2 to entry for mains supply clarified to address 
transients 3.55.4 X   

Term and definition for micro-environment added 3.55.5 X   

Term and definition for overvoltage category relocated 
to part of insulation coordination 3.55.6 X   

Term and definition for pollution added 3.55.7 X   

Term and definition for pollution degree category 
relocated to part of insulation coordination 3.55.8 X   

Term and definition for local temperature relocated 
from Table 3 3.59 X   

Definition for propagating brush discharge revised for 
clarity 3.67 X   

Term and definition for Schedule of Limitations added  3.79 X   

Definition for special fasteners revised to clarify they 
are used when a Type of Protection requires them 3.85 X   

Term and definition for Specific Conditions of Use 
added 3.86 X   

Term and definition for supercapacitor, including 
admitted term electrochemical capacitor added from 
IEC 60050-114-03-03 

3.87 X   

Term and definition for "X" clarified. Note 2 to entry 
added to show that these are in addition to 
requirements for the installation design, selection, 
erection, inspection, maintenance, repair, and overhaul 
requirements 

3.89 X   

General term wiring added 3.99 X   

Term and definition added for field wiring 3.99.1 X   

Term and definition added for factory wiring 3.99.2 X   

Term and definition added for factory wiring within 
enclosures 3.99.2.1 X   

Term and definition added for factory wiring between 
enclosures 3.99.2.2 X   

Term and definition for worst-case, including admitted 
terms most unfavourable and most onerous added 3.101 X   

Clarified that Equipment Groups is the correct term in 
accordance with the TC31 Good Working Practice 4.1 X   

Clarified the situation when equipment is evaluated for 
a particular gas atmosphere. 4.5 X   

The ambient temperature range is now a required 
marking. Where there are multiple ambient 
temperature range, and it is impractical to include all 

5.1.1   C1 
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

the ranges in the marking, a Specific Condition Use is 
used to provide the information. 

Clarified that the dust thickness is considered a layer 5.2 X   

Clarified the marking for Da uses the temperature 
marking prefix T200 5.3.2.3.1 X   

Clarified the marking for Db 5.3.2.3.2 X   

Clarified the small component temperature 
requirements for where the electrical connection leads 
or thermal heat transfer connections are integrated into 
the body of part 

5.3.3  X  

Clarified the application of the safety margin 5.3.4 X   

Added NOTE 3 to caution about cyber security risk 6.1 X   

Clarified the requirement for general fasteners in 
accordance with 9.1 6.2 X   

Clarified that the limit could be a temperature class or 
a maximum surface temperature 6.3 X   

Clarified that this sub-clause applies to large electric 
machines 6.4 X   

Clarified the requirements for a gasket adhesive 6.5 X   

Added NOTES 2 and 3, and deleted 6.6.3 to clarify the 
applicability for the standard to optical radiation 6.6.1 X   

Clarified applicability of user-controlled limit settings 6.6.1 X   

Included material specifications for other than plastics, 
elastomers, and cements 7.1.2.5  X  

Clarified in a NOTE why there are no requirements for 
minimum COT specification 7.2.2 X   

Introduced a reduced margin for TI or RTI of battery 
powered portable or personal equipment. 7.2.2  X  

Clarified protection from UV damage 7.3 X   

Clarified applicability of electrostatic charges on 
external non-metallic materials 7.4.1 X   

Clarified options available to avoid electrostatic 
charges 7.4.2 X   

Clarified and expanded the techniques that can be 
used to avoid electrostatic charges 7.4.2.2  B1  

Clarified and expanded the techniques that can be 
used to avoid brush discharges for Group I or Group II 
equipment 

7.4.2.3  B2  

Clarified and expanded the techniques that can be 
used to avoid electrostatic charges for Group III 
equipment 

7.4.2.4  B3  

Clarified and expanded the techniques that can be 
used to avoid brush discharges for Group III equipment 7.4.2.4  B4  

Clarified the requirements for external conductive parts 7.5   C2 

Clarified the title of 9.1 to facilitate a clear reference to 
these requirements from other Type of Protection 
standards. Relocated the hex set screw requirements 

9.1 X   

Combined all of the requirements for special fasteners 
into 9.2 9.2 X   

Changed the former NOTE 1 to a requirement to 
include the temperature range as part of the Schedule 
of Limitations 

13.5   C3 
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Added new sub-clause on electrostatic bonding 
15.1.3  

15.2 
  C4 

Clarified text to remove "for example" as metric and 
NPT are the only two permitted entry threads 16.2 X   

Added text to clarify the determination of branching 
point and entry point temperature for electric 
machines. This is consistent With IECEx DS/2018/002 

16.6 X   

Clarified that "this standard" meant IEC 60079-34 as 
stated in the first paragraph 17.1 X   

Sub-clause 17.2 was reorganized to apply to 
ventilation and cooling. With the exception of 17.2.3, 
there was no intent to change requirements, only to 
better define for consistent application 

17.2 X   

Requirements for thermal protection were added 17.2.3   C5 

New clarifications for factory-wiring between 
enclosures 19   C6 

Additional options for securing Gc or Dc connectors 20.1 c)  X  

Additional requirements for maintaining the degree of 
protection (IP Code) on an enclosure where an 
appliance inlet or socket-outlet is mounted. This is 
consistent with IECEx DS/2015/003 

20.1   C7 

Added reference to IEC 60079-17 and IEC 60079-19 
for the use of replacement lamps. 21.5 X   

Added clarification that specific Type of Protection 
standards permit the connection of cells in parallel. 
This was previously a NOTE. 

23.2 X   

Minor corrections to nominal voltage and maximum 
open-circuit voltage in accordance with latest cell 
standards 

23.3 X   

Added Sodium Nickel Chloride cells Table 13   X  

Added requirements for temperature considerations 
when using Sodium Nickel Chloride cells 23.5  X  

Clarified requirements for replacement cells or 
batteries 23.11 X   

Split Clause 24 into 24.1 schedule drawings and 24.2 
related drawings 24 X   

Add 24.2 for related drawings 24.2 X   

Added clarification that, at the request of the 
manufacturer, more onerous tests than those specified 
may be performed. 

26.1  X  

Clarified NOTE 2 to explain the logic of testing 
cemented joint windows 26.4.1 X   

Revise text to ensure that when the equipment is to be 
protected from impact or only has a low risk of 
mechanical danger, that the necessary information is 
provided to the end user via clearly worded "X" 
conditions. 

26.4.2 X   

Clarify Table applicability to ensure consistent 
application Table 14 X   

Specifically exclude non-metallic materials of glass and 
ceramic 26.4.3  X  

Clarify marking of degree of protection (IP Code) 26.4.5.2 A1   

Specifically exclude enclosures with no free internal 
volume. 26.4.5.1  X  
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Clarify the reasons for specifying permitted positions of 
equipment with respect to temperature rise, and 
providing that information to the end user via an "X" 
condition. 

26.5.1.1 X   

Clarify the need to consider both maximum and 
minimum service temperature 26.5.1.2 X   

Add permission to consider load diversity with respect 
to temperature. 26.5.1.2  X  

Clarify test voltages with respect to rated voltages 26.5.1.3 X   

Add clear permission for linear correction of 
temperature test results from different ambient 
temperatures. It is recognized that this has been 
common practice for many years. 

26.5.1.3  X  

Clarify the requirements for test dust based on material 
rather than thermal conductivity. 26.5.1.3 X   

Clarification of test procedure to ensure consistent 
results. 26.5.3.2 X   

Added NOTE to refer back to 26.1 for permission to 
test at more onerous test temperatures. 26.7.2 X   

Added NOTE to refer back to 26.1 for permission to 
test at more onerous test temperatures. 26.8 X   

Clarified Table heading to be maximum service 
temperature Table 16 X   

Added new Table 17 for thermal endurance tests 
specific to personal and portable equipment Table 17  X  

Surface resistance test 

Clarify test procedure to ensure consistent results. Any 
prior test results from the procedure in Edition 7 and 
earlier are considered equivalent to the test procedure 
as revised in Edition 8. 

26.13 X   

Measurement of capacitance 

Clarify test procedure to ensure consistent results. Any 
prior test results from the procedure in Edition 7 and 
earlier are considered equivalent to the test procedure 
as revised in Edition 8. 

26.14 X   

Transferred charge test 

Clarify test procedure to ensure consistent results. Any 
prior test results from the procedure in Edition 7 and 
earlier are considered equivalent to the test procedure 
as revised in Edition 8. 

26.17  X  

Removal of the permission to use an advisory marking 
in place of an "X" condition. 29.3e)   C8 

Clarification of marking when Ex associated equipment 
or associated apparatus when combined for both gas 
and dust atmospheres. 

29.3f) X   

Added "h", "qb", "60079-30-1", and "60079-46" to align 
with the markings in those IEC 60079 and ISO/IEC 
80079 series standards. 

29.4b)  X  

Clarification of 29.4 on how to provide temperature 
information when multiple ambient temperature and 
external source of heating and cooling are present 

29.4d) X   

Removal of the option to use an "X" condition for 
ambient temperature rating. It is now a required 
marking per Clause 5. 

29.4f)  X  
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Added "h", "60079-30-1", "60079-46", and "62784" to 
align with the markings in those IEC 60079 and 
ISO/IEC 80079 series standards, and IEC 62784. 

29.5b)  X  

Clarification of 29.5 on how to provide temperature 
information when multiple ambient temperature and 
process temperature ratings are present 

29.5d) X   

Removal of the option to use an "X" condition for 
ambient temperature rating. It is now a required 
marking per Clause 5. 

29.5f)  X  

Expanded the examples of boundary wall marking to 
include both gas and dust 29.9  X  

Clarified that Ex Components are not marked with an 
ambient temperature range, a temperature class, or a 
maximum surface temperature. 

29.10 X   

Clarified marking of Ex Component enclosures. What 
marking is required inside and what marking may be 
included outside. 

29.10 X   

Clarified the permission to exclude marking when the 
Ex Component manufacturer is also intended to be the 
holder of an Ex Equipment certificate using that Ex 
Component. 

29.10 X   

Specify that any required warning markings are to be 
provided on a label for installation at the time of use, in 
a similar manner to the rating information. 

29.11  X  

Added a permission for warnings marking to be 
provided in the instructions for small personal and 
small portable equipment. 

29.11  X  

Specify that any required warning markings are to be 
provided on a label for installation at the time of use, in 
a similar manner to the rating information. 

29.12  X  

Limit the provided label to fixed equipment only. Add a 
permission for warnings marking to be provided in the 
instructions for extremely small personal and extremely 
small portable equipment. 

29.12  X  

Added a permission for supplementary marking using 
digital technology 29.13  X  

Clarified marking for replaceable battery packs and 
equipment using replaceable battery packs. 29.15 X   

Added permission for marking as "Converter Duty" 29.16  X  

Added additional instruction requirements for electric 
machines, specifically for converter parameters 

30.3 

Table 19 
 X  

Changed "certified" to "evaluated" in two places so that 
3rd party certification of cable transits is not inferred. A.1 X   

Clarified requirements for when additional clamping is 
required at the time of installation A.2.3.2 X   

Added requirements for sealing rings with multiple 
openings A.3.1.1  X  

Included a dated reference to IEC 60079-0:2011 
(Edition 6). A.3.1.1 X   

Clarified that any interface seal is also part of the 
degree of protection (IP Code) tests A.3.4 X   

Clarified that mechanical strength requirements of 6.2 
only apply if the Ex Component is an enclosure. Table B.1 X   

Added NOTE to clarify how the temperatures of an Ex 
Component are specified. Table B.1 X   
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 Type 

Explanation of the significance of the changes Clause 
Minor and 
editorial 
changes 

Extension 
Major 

technical 
changes 

Clarified the information to be determined from a 
converter used to test the motor so that it can be 
properly applied with a comparable converter. 

Annex E X   

 

NOTE The technical changes referred to include the significance of technical changes in the revised IEC Document, 
but they do not form an exhaustive list of all modifications from the previous version. More guidance can be found 
by referring to the Redline Version of the document. 

Explanations: 

A) Definitions 

Minor and editorial changes clarification 
decrease of technical requirements  
minor technical change  
editorial corrections 

These are changes which modify requirements in an editorial or a minor technical way. They 
include changes of the wording to clarify technical requirements without any technical change, 
or a reduction in level of existing requirement. 

Extension addition of technical options 

These are changes which add new or modify existing technical requirements, in a way that new 
options are given, but without increasing requirements for equipment that was fully compliant 
with the previous document. Therefore, these will not have to be considered for products in 
conformity with the preceding edition. 

Major technical changes addition of technical requirements  
increase of technical requirements 

These are changes to technical requirements (addition, increase of the level or removal) made 
in a way that a product in conformity with the preceding edition will not always be able to fulfil 
the requirements given in the later edition. These changes have to be considered for products 
in conformity with the preceding edition. For these changes additional information is provided 
in clause B) below. 

NOTE These changes represent current technological knowledge. However, these changes should not normally 
have an influence on equipment already placed on the market. 

B) Information about the background of changes 

A1 After equipment is determined to comply with the applicable minimum level of degree of 
protection (IP Code) rating requirements per the applicable Type of Protection 
standard(s), an additional degree of protection (IP Code) marking exceeding the 
minimum level of degree of protection (IP Code) rating addressed by the requirements in 
the applicable Type of Protection standard(s) is permitted to be marked, but not 
associated with the "Ex" marking, along with references to description text in the 
certificate. 

B1 This new section expands on the existing options for avoiding electrostatic charges and 
has been clarified with additional options being provided. Existing equipment is 
considered to comply with the revised requirements. 



IEC 60079-0:2026 RLV © IEC 2026 

16 

B2 The existing options for avoiding brush discharges for Group I or Group II equipment has 
been clarified with additional options being provided. Existing equipment is considered to 
comply with the revised requirements. 

B3 The existing options for avoiding electrostatic charges for Group III equipment has been 
clarified with additional options being provided. Existing equipment is considered to 
comply with the revised requirements. 

B4 The existing options for avoiding brush discharges for Group III equipment has been 
clarified with additional options being provided. Existing equipment is considered to 
comply with the revised requirements. 

B5 The requirements for external conductive parts such as screws have been clarified. 
Existing certified equipment is considered to comply with the revised requirements. 

C1 Due to the increases in global warming, TC31 has directed that the rated ambient 
temperature range appear in the product marking. A maximum assumed ambient 
temperature of +40 °C is no longer appropriate in many parts of the world. 

C2 The requirements for external conductive parts such as screws have been clarified. The 
option to use a Specific Condition of Use was removed as it was not possible or practical 
for the user to mitigate the hazard presented by a higher capacitance of the external 
conductive part. The option of using the transferred charge test to demonstrate 
compliance was added. 

C3 The requirements to provide temperature information in the Schedule of Limitations for 
Ex Components has been clarified. 

C4 Additional requirements for electrostatic bonding when that is appropriate in accordance 
with 7.4, and traditional earthing or bonding is not practical. 

C5 Requirements for the provision of thermal protection has been added for auxiliary cooling 
fans of electric machines, along with Specific Conditions of Use to transfer critical 
information to the end user. 

C6 It is recognized that factory-wiring between enclosures, in many cases, already complies 
with Clause 19. The change is to ensure that the guidance provided is uniformly and 
consistently applied. 

C7 Additional requirements for maintaining the degree of protection (IP Code) on an 
enclosure where an appliance inlet or socket-outlet is mounted. 

C8 The permission for an advisory statement in the marking to replace the need for a Specific 
Condition of Use has been removed. For Ex Equipment that ONLY has the advisory 
marking and not a corresponding Specific Condition of Use listed on the Certificate, that 
Specific Condition of Use will need to be added to the Certificate. The advisory marking 
would not be required to be removed. 

The text of this International Standard is based on the following documents: 

Draft Report on voting 

31/1958/FDIS 31/1968/RVD 

 
Full information on the voting for its approval can be found in the report on voting indicated in 
the above table. 

The language used for the development of this International Standard is English. 

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in 
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available 
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are 
described in greater detail at www.iec.ch/publications. 

A list of all parts of the IEC 60079 series, under the general title Explosive atmospheres, can 
be found on the IEC website. 

https://www.iec.ch/members_experts/refdocs
https://www.iec.ch/publications
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The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under webstore.iec.ch in the data related to the 
specific document. At this date, the document will be 

– reconfirmed, 
– withdrawn, or 
– revised. 
  

https://webstore.iec.ch/?ref=menu


IEC 60079-0:2026 RLV © IEC 2026 

18 

1 Scope 

This part of IEC 60079 specifies the general requirements for construction, testing and marking 
of Ex Equipment and Ex Components intended for use in or associated with explosive 
atmospheres. 

The standard atmospheric conditions (relating to the explosion characteristics of the 
atmosphere) under which it may be assumed that for Ex Equipment can be operated are: 

– temperature −20 °C to +60 °C; 
– pressure 80 kPa (0,8 bar) to 110 kPa (1,1 bar); and  
– air with normal oxygen content, typically a volume fraction of 21 % v/v. 

This part of IEC 60079 and other documents supplementing this document specify additional 
test requirements for Ex Equipment operating outside the standard temperature range, but in 
some cases, further additional consideration and additional testing may be is required for Ex 
Equipment operating outside the standard atmospheric pressure range and standard oxygen 
content. Such additional testing may be is particularly relevant with respect to Types of 
Protection that depend on quenching of a flame such as 'flameproof enclosures "d"' (IEC 60079-
1) or limitation of energy, 'intrinsic safety "i"' (IEC 60079-11). 

NOTE 1 Although the standard atmospheric conditions above give a temperature range for the atmosphere of 
−20 °C to +60 °C, the normal ambient temperature range for the Ex Equipment is −20 °C to +40 °C, unless otherwise 
specified and marked. See 5.1.1. It is considered that −20 °C to +40 °C is appropriate for many items of Ex Equipment 
and that to manufacture all Ex Equipment to be suitable for a standard atmosphere upper ambient temperature of 
+60 °C would place unnecessary design constraints. 

NOTE 2 Requirements given in this document result from an ignition hazard assessment made on equipment. The 
ignition sources taken into account are those found associated with this type of equipment, such as hot surfaces, 
electromagnetic radiation, mechanically generated sparks, mechanical impacts resulting in thermite reactions, 
electrical arcing and static electric discharge in normal industrial environments. 

NOTE 3 Where an explosive gas atmosphere and a combustible dust atmosphere are, or can be, present at the 
same time, the simultaneous presence of both often warrants additional protective measures. Additional guidance 
on the use of Ex Equipment in hybrid mixtures (mixture of a flammable gas or vapour with a combustible dust or 
combustible flyings) is given in IEC 60079-14. 

NOTE 4 Any short-term thermal excursions that occur as a result of electrical current excursions above normal 
rated currents, such as those that occur during the starting of motors, are not considered to create a significant 
possibility of ignition of an explosive atmosphere due to the relatively short duration of the event and the convection 
that occurs during the event. 

IEC 60079 does not specify requirements for safety, other than those directly related to the 
explosion risk reduction (mitigation) of ignition hazards. 

Ignition sources like adiabatic compression, shock waves, exothermic chemical reaction, self-
ignition of dust, naked flames and hot gases/liquids, are not addressed by this document. 

NOTE 5 Although outside the scope of this document, such equipment would typically be subjected to an ignition 
hazard analysis assessment that identifies and lists all of the potential sources of ignition by the equipment and the 
measures to be applied to prevent them becoming effective. See ISO /IEC 80079-36. 
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This document is supplemented or modified by the following parts and technical specifications 
of the IEC 60079 and ISO/IEC 80079 series: 

– IEC 60079-1: Gas - Flameproof enclosures "d" 
– IEC 60079-2: Gas and dust - Pressurized enclosure "p" 
– IEC 60079-5: Gas - Powder filling "q" 
– IEC 60079-6: Gas - Liquid immersion "o" 
– IEC 60079-7: Gas - Increased safety "e" 
– IEC 60079-11: Gas and dust - Intrinsic safety "i" 
– IEC 60079-13: Gas and dust - Equipment protection by pressurized room "p" & artificially 

ventilated room "v" 
– IEC 60079-15: Gas - Type of protection "n" 
– IEC 60079-18: Gas and dust - Encapsulation "m" 
– IEC 60079-25: Gas and dust - Intrinsically safe electrical systems  
– IEC 60079-26: Gas and dust - Equipment with equipment protection level (EPL) Ga 

Separation Elements or combined Levels of Protection 

– IEC 60079-28: Gas and dust - Protection of equipment and transmission systems using 
optical radiation 

– IEC 60079-29-0: Gas - Gas detection equipment - General requirements and test methods 

– IEC 60079-29-1: Gas detectors - Performance requirements of detectors for flammable 
gases 

– IEC 60079-29-4: Gas detectors - Performance requirements of open path detectors for 
flammable gases 

– IEC/IEEE 60079-30-1: Gas and dust - Electrical resistance trace heating - General and 
testing requirements 

– IEC 60079-31: Dust - Protection by enclosure "t" 
– IEC 60079-33: Gas and dust - Special protection "s" 
– IEC 60079-35-1: Caplights for use in mines susceptible to firedamp - General requirements 

- Construction and testing in relation to the risk of explosion 
– IEC TS 60079-39: Gas - Intrinsically safe systems with electronically controlled spark 

duration limitation 
– IEC TS 60079-40: Gas - Requirements for process sealing between flammable process 

fluids and electrical systems 

– IEC TS 60079-46: Gas and dust - Equipment assemblies 
– IEC TS 60079-47: Gas and dust - Equipment protection by 2-wire intrinsically safe Ethernet 

concept (2-WISE) 
– IEC 62784: Dust - Vacuum cleaners and dust extractors providing EPL Dc 

– ISO 80079-36: Gas and dust - Non-electrical equipment for explosive atmospheres - Basic 
method and requirements 

– ISO 80079-37: Gas and dust - Non-electrical equipment for explosive atmospheres - Non 
electrical Type of Protection constructional safety "c", control of ignition source "b", liquid 
immersion "k" 

This document, along with the additional parts of IEC 60079 and ISO/IEC 80079 mentioned 
above, is not applicable to the construction of 

– electromedical apparatus, 
– shot-firing exploders, 
– test devices for exploders, and  
– shot-firing circuits. 
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2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. 
For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60034-1, Rotating electrical machines - Part 1: Rating and performance 

IEC 60034-5, Rotating electrical machines - Part 5: Degrees of protection provided by the 
integral design of rotating electrical machines (IP code) - Classification 

IEC 60079-1, Explosive atmospheres - Part 1: Equipment protection by flameproof enclosures 
"d" 

IEC 60079-20-1, Explosive atmospheres – Part 20-1: Material characteristics for gas and 
vapour classification – Test methods and data 

IEC 60079-26, Explosive atmospheres - Part 26: Equipment with Equipment Protection Level 
(EPL) Ga Separation Elements or combined Levels of Protection 

IEC 60079-35-1, Explosive atmospheres – Part 35-1: Caplights for use in mines susceptible to 
firedamp – General requirements – Construction and testing in relation to the risk of explosion 

IEC 60086-1:2021, Primary batteries - Part 1: General 

IEC 60192, Low-pressure sodium vapour lamps - Performance specifications 

IEC 60216-1, Electrical insulating materials - Thermal endurance properties - Part 1: Ageing 
procedures and evaluation of test results 

IEC 60216-2, Electrical insulating materials - Thermal endurance properties - Part 2: 
Determination of thermal endurance properties of electrical insulating materials - Choice of test 
criteria 

IEC 60243-1, Electric strength of insulating materials - Test methods - Part 1: Tests at power 
frequencies 

IEC 60243-2, Electric strength of insulating materials - Test methods - Part 2: Additional 
requirements for tests using direct voltage 

IEC 60423, Conduit systems for cable management - Outside diameters of conduits for 
electrical installations and threads for conduits and fittings 

IEC 60529, Degrees of protection provided by enclosures (IP Code) 

IEC 60662, High-pressure sodium vapour lamps – Performance specifications 

IEC 60664-1, Insulation coordination for equipment within low-voltage supply systems - Part 1: 
Principles, requirements and tests 

IEC 60947-1, Low-voltage switchgear and controlgear - Part 1: General rules 

IEC 62626-1, Low-voltage switchgear and controlgear enclosed equipment - Part 1: Additional 
requirements for enclosed switch-disconnectors outside the scope of in accordance with  
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IEC 60947-3 to provide isolation - Isolation of electrical equipment during repair and 
maintenance work in specific applications 

ISO 48-2, Rubber, vulcanized or thermoplastic - Determination of hardness - Part 2: Hardness 
between 10 IRHD and 100 IRHD  

ISO 178, Plastics - Determination of flexural properties 

ISO 179 (all parts), Plastics - Determination of Charpy impact properties  

ISO 262, ISO general purpose metric screw threads - Selected sizes for bolts, screws, studs 
and nuts 

ISO 273, Fasteners - Clearance holes for bolts and screws 

ISO 527-2, Plastics - Determination of tensile properties - Part 2: Test conditions for moulding 
and extrusion plastics 

ISO 965-1, ISO general purpose metric screw threads - Tolerances - Part 1: Principles and 
basic data 

ISO 965-3, ISO general purpose metric screw threads - Tolerances - Part 3: Limit deviations 
for constructional screw threads 

ISO 3601-1, Fluid power systems - O-rings - Part 1: Inside diameters, cross-sections, 
tolerances and designation codes 

ISO 3601-2, Fluid power systems - O-rings - Part 2: Housing dimensions for general 
applications 

ISO 4014, Fasteners - Hexagon head bolts - Product grades A and B 

ISO 4017, Fasteners - Hexagon head screws - Product grades A and B 

ISO 4026, Hexagon socket set screws with flat point 

ISO 4027, Hexagon socket set screws with cone point 

ISO 4028, Hexagon socket set screws with dog point  

ISO 4029, Hexagon socket set screws with cup point 

ISO 4032, Fasteners - Hexagon regular nuts (style 1 – Product grades A and B) 

ISO 4762, Hexagon socket head cap screws 

ISO 4892-2, Plastics - Methods of exposure to laboratory light sources - Part 2: Xenon-arc 
lamps 

ISO 7380-1, Fasteners -Button head screws with reduced loadability - Part 1: Hexagon socket 
button head screws  

ISO 14583, Hexalobular socket pan head screws 
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ISO/IEC 80079-20-1, Explosive atmospheres - Part 20-1: Material characteristics for gas and 
vapour classification - Test methods and data 

ANSI/UL 746B, Polymeric Materials - Long-Term Property Evaluations 

ANSI/UL 746C, Polymeric Materials - Used in Electrical Equipment Evaluations  

ASTM D5964, Standard practice for rubber IRM 901, IRM 902, and IRM 903 replacement oils 
for ASTM No. 1, ASTM No. 2, and ASTM No. 3 
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